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IR information Value

File name Ir_4932.jpg

Label Value

IR : max 16.6°C

IR : min -23.2°C

Location:Red Deer
Notes:A Better Panel.  Internal and external 
temperatures were @ 15 and -15 C 
respectively.

Location:  Red Deer , AB.                                Project : Improved Insulation
Contact: Tim Nyman
Date: February 28, 2007               Thermographer: Fred Bagley

Infrared Image

Digital Image

Summary:All images were taken on the same night, the buildings are a few hundred 
feet apart. Note the temperature in the graph.
Condition found:
Date:                     Completed by:
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IR information Value

File name Ir_4935.jpg

Label Value

IR : max 56.6°C

IR : min -22.8°C

Location:Red Deer
Notes:Conventional.  Internal and external 
temperatures were @ 15 and -15 C 
respectively.

Location:  Red Deer , AB.                                Project : Improved Insulation
Contact: Tim Nyman
Date: February 28, 2007               Thermographer: Fred Bagley

Infrared Image

Digital Image

Summary:All images were taken on the same night, the buildings are few hundred feet 
apart. Note the temperature in the graph.

Condition found:
Date:                     Completed by:
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IR information Value

File name Ir_4933.jpg

Label Value

IR : max 19.1°C

IR : min -22.2°C

SP01 -14.5°C

SP02 -14.0°C

Location:
Notes:A Better Panel.  Internal and external 
temperatures were @ 15 and -15 C 
respectively.

Location:  Red Deer , AB.                                Project : Improved Insulation
Contact: Tim Nyman
Date: February 28, 2007               Thermographer: Fred Bagley

Infrared Image

Digital Image

Summary:All images were taken on the same night, the buildings are few hundred feet 
apart.
Condition found:
Date:                     Completed by:
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IR information Value

File name Ir_4936.jpg

Label Value

IR : max 14.5°C

IR : min -24.5°C

SP01 -14.1°C

SP02 -11.7°C

Location:
Notes:Conventional.  Internal and external 
temperatures were @ 15 and -15 C 
respectively.

Location:  Red Deer , AB.                                Project : Improved Insulation
Contact: Tim Nyman
Date: February 28, 2007               Thermographer: Fred Bagley

Infrared Image

Digital Image

Summary:All images were taken on the same night, the buildings are few hundred feet 
apart.
Condition found:
Date:                     Completed by:
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IR information Value

File name Ir_4934.jpg

Label Value

IR : max 11.2°C

IR : min -23.3°C

Location:
Notes:A Better Panel.  Internal and external 
temperatures were @ 15 and -15 C 
respectively.

Location:  Red Deer , AB.                                Project : Improved Insulation
Contact: Tim Nyman
Date: February 28, 2007               Thermographer: Fred Bagley

Infrared Image

Digital Image

Summary:All images were taken on the same night, the buildings are few hundred feet 
apart.
Condition found:
Date:                     Completed by:
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IR information Value

File name Ir_4937.jpg

Label Value

IR : max 81.9°C

IR : min -26.9°C

Location:
Notes:Conventional.  Internal and external 
temperatures were @ 15 and -15 C 
respectively.

Location:  Red Deer , AB.                                Project : Improved Insulation
Contact: Tim Nyman
Date: February 28, 2007               Thermographer: Fred Bagley

Infrared Image

Digital Image

Summary:All images were taken on the same night, the buildings are a few hundred 
feet apart.
Condition found:
Date:                     Completed by:
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